Abstract. A mathematical model of steady-state radial medium voltage electrical network with earthed neutral via arc-suppression coils has been carried out. A detailed equivalent circuit of the examined network using the completed equivalent circuit of phase coordinates methods and Kirchhoff's laws has been developed. The system of mathematical models equations has been completed. The advantage of the created mathematical model is the ability to increase the accuracy of the simulation by a detailed account of features of a network with arc-suppression coils. The mathematical model considers the load currents, the non-linear nature of consumers, the impact of the power lines asymmetry. Using the developed mathematical model there are presented results of the carried out researches of three power lines with different cross sections with neutral grounding via arc-suppression coils. The analysis of asymmetry parameters impact of power lines on the value of the neutral displacement voltage and on the voltage value at the end of the lines at different values of the reactor inductance has been completed. The conclusion about the model possibility to perform validation of the reactor tuning, to evaluate voltage quality parameters, to carry out the formation of reliable initial conditions for calculating the overload in the single-phase earth faults. In conclusion the model performs validation of the reactor tuning and it evaluates voltage quality parameters in order to carry out the formation of reliable initial conditions. It also calculates the overload in the single-phase earth faults.
Introduction
Electrical medium voltage networks of a large number of countries (Germany, Austria, France, Italy, Finland, Sweden, Norway, Poland, Czech Republic, Russia, and others) use the mode of neutral grounding via arcsuppression coils. The popularity of this mode is due to the benefits of eliminating negative results common for electrical networks of single-phase earth fault. When single-phase ground fault the arc-suppression coils creates at the point of fault inductive current equal to the capacitative current. As a result, the total current of the fault is virtually zero, so there is no need for a fast tripping of the damaged power lines. The effectiveness of arc-suppression coils when faults in the network can be improved with further development of automated control systems of arc-suppression coils. This task can be achieved when using mathematical models of the electrical network with arc-suppression coils adequately reflecting the processes. One of the important features of the medium voltage electrical networks is asymmetry of operating modes, due to the presence of sufficiently long and untransposed lines.
Especially important asymmetry is in networks with compensation of capacitative currents and for solving problems connected with operation modes of neutral [1] - [4] . The presence of natural asymmetry can lead to abnormally large voltage of neutral displacement in normal modes [5] - [8] and requires detailed consideration. Moreover, the mode asymmetry leads to increased energy losses in the power network compared to a symmetric mode in the same consumer loads. Therefore, it is of interest to analyze such modes from energy efficiency points. Different approaches to the calculation of electric networks modes are presented in [9] , [10] . Carried out and presented in this paper researches are to improve the accuracy of asymmetrical modes simulation considering not only the cross but also longitudinal equivalent circuits of the power line, as well as other characteristics of electrical networks with compensated neutral. The advanced mathematical model which allows to improve the quality of the research has been developed. This approach makes it possible to find the actual voltage drop in the examined electrical networks, the real voltage distribution considering asymmetry and determine the magnitude of the neutral displacement. The reason of the mode asymmetry is in nonequivalence of the geometric position of the overhead lines phase wiring. The result is in asymmetric own capacities, phase to phase (reciprocal) capacities [11] as well as the mutual inductance of each line.
The mathematic model is based on the method of phase coordinates. The allowances are:
1. The medium voltage winding of the transformer is considered as a three-phase source of EMF ( , 
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where i = 1 ... n; n is a number of lines; F/m is the dielectric constant; h i is the height of the phase wire on the ground; r i is the conductor radius; r i,j is the distance between the phase wires i and j; r' i , j is the distance from the wire i to j mirroring the wire relative to the surface of the earth; μ 0 = 4π•10
-7 H/m is a magnetic constant; μ is absolute magnetic permeability of the conductor material taken equal to μ 0 ; S nom,r , U nom,r are rated power and rated voltage of the reactor; ΔP l,0,i is linear power loss in insulators; R g is the equivalent earth resistance between the lines and the reactor capacities; k e is a coefficient considering the inaccuracy of adjustment; ΔP r is rated active power losses; U nom is rated supply voltage.
Equations (1), (3) and (4) simulated electrical loads with the exclusion of the zero sequence currents. Equation 
Simulation and results
The results of the numerical solution of the complete system of equations for the radial 35 kV network with Calculations were made for the overcompensation modes, which correspond to the value k e <1 in (26). This choice is due to the fact that the undercompensation mode and the more accurate adjustment can lead to resonance neutral displacement voltage and therefore are not recommended or even are unacceptable. The main results of the calculations are presented in Table 2 . These results include: 1) the voltage at the load nodes (at the end of the lines), which determines the quality of electricity; 2) neutral voltage displacement, which determines the tolerance of this setting; 3) current in a reactor as an additional parameter which characterizes the degree of 2016) asymmetry of the mode; 4) the total active power losses in the network. It is evident that the load voltage is substantially non-symmetrical.
However, it has little effect on the quality of electricity, because the asymmetry is mainly due to zero sequence voltage, which is filtered when passing through the stepdown transformers. Power losses in the network when approaching the resonance setting of the reactor increase, but a little. They are essentially the same in all modes as in the absence of the reactor (273.4 kW). It is due to the small asymmetry of the currents in the network and it indicates the energy efficiency of the considered modes.
Conclusions
1. In the table 2 is presented the voltages at the end of line 1 (the results for the other lines are similar). Real values of these voltages can be obtained only on the basis of models appropriate to the accuracy considered. Simplified models, not considering the load, will lead either to overrated voltage value at the end of the lines (if you consider the longitudinal branch), or to the voltage equation at the beginning and the end of lines (with neglect of the longitudinal branches).
2. If the voltage is noticeably asymmetrical, then for currents asymmetry is much less expressed ( Table 2 shows the currents in the transformer, similar results are obtained for currents in the lines.) It should be expected, because the load is not sensitive to the residual voltage which is observed in practice. It proves the adequacy of the adopted model of the load.
3. Neutral displacement voltage increases monotonically with increasing reactor inductivity. The mode is expected as it is close to resonance. However, instead of the expected growth of voltage rise one observes some slowing. Thus, the neutral displacement voltage is more stable than it is obtained with the simplified model. Under these conditions, it is estimated around 10% from the nominal line voltage.
4. The presence of arcing reactor and changing its settings almost do not increase the energy losses in the network. Thus, the considered mode of the neutral operation is energy efficient.
The mathematical model can be used for a comprehensive analysis of steady-state modes of radial 35 kV networks with arc reactor, including the validation settings of the reactor and assessment of voltage quality.
In addition, this model provides a realistic initial conditions for calculating the overvoltage in the singlephase earth faults.
